
April20, 2012 

Mr. Gary Starks 

United States Steel- Midwest Plant 
6300 US Highway 12- MS AE-1 
PORTAGE, IN 46368 

Office of \Vater Quality 
Indiana Depru.imenl of Environmental Management 
1 00 N ortb Senate Avenue- Post Offic.e Box 6015 
Indianapolis, IN 46206 

Re: United States Steel Corporation Midwest Plant 
NPDES Permit IN0000337 
Unauthorized Discharge at OuU'all 004 

Dear Mr. Starks: 

'· 

This letter is to serve as a follow up to the phone call that was placed to your office on Monday, 
Apri 1 16, 2012 regarding tltc unauthorized discharge at United States Steel Corporation ­
Midwest Plant Outfall 004 (NPDES Permit IN0000337 - eftectivc March 1, 2011), which was 
discovered on the afternoon of Sunday, April15, 2012. 

\ 

Outfall 004 is permitted to discharge treated process waters from Internal Outfai1s 104 and 204, 
storm water, and non-contact cooling water. On Aprill4, 2012, process w~ter f~pin the tin line 
evaporator system discharged directly to the OutHtll 004 storm Sewer systenit which is an 
unauthorized discharge of process walers to the outfall. ! 

Oo the date of the unauthorized discharge, a recently re-commissioned tin line evaporator 
experienced an upset condition that contaminated the cooling/condensate water for \ 
approximately fifteen minutes dlU'ing startup. Investigation revealed that the cooling/condensate 
water piping was routed to the clean water sewer. 

In order to prevent a recu rrence, the following actions have been or will be taken: 
• Re-route the evaporator cooling/condensate piping discharge to the process sewer. 
• Install instrumentation to impl'ove monitoring of the tin Une evaporator systems. 

If you have questions or concerns regarding this matter, please do not hesitate to contact me at 
219-888-2339 or via electronic mail at mdsoto@uss.eom. 

Sincerely, 

cmLJWv 
Mardanna D. Soto 
Environmental Compliance 
United States Steel Corporation 
Gary Works, Midwest Plant, East Chicago Tin 
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February 8, 2013 

Gary Starks 

United States Steel - Midwest Plant 
6300 US Highway 12 - MS AE-1 
PORTAGE, IN 46368 

Office of Water Qu11lity 
h1diana Department of Environmental Management 
100 North Senate Avenue- Post Office Box 6015 
Indianapolis, IN 46206 

Re: United States Steel Corporation Midwest Plant 
NPDES Permit IN0000337 
Total Chromium Exccedence at Outfall 304 

Dear Mr. Starks: 

This letter is to serve as a f6nm.v up to the phone call placed to your office on Tuesday, February 
5, 2013 regarding the total rccover~ble chromium exceedence at United States Steei Corporation 
-Midwest Plant Outfall304 (NPDES PexrnitiN0000337- effective March 1, 2011), which was. 
discovered 01;1 the afternoon of Tuesday, February 5, 2013. 

Outfall 304 is the combined disclu'\rge of internal Outfalls 204 (Chrome Treatment) and .104 
(Final Treatment Plant) with final dis~h~ge to Bums Waterway through Outfall 004. On 
Febn1ary 3, 2013, a tre;;ttmentplant process control pH excursion was experienced on one ofthe 
two process trains at the Chrome Treatment Plant. This excursion caused soluble chromium to 
cany through to the discharge of Outfall 204 and subsequently Outfall 304. Current process 
control configuration h;iggers alert at a combined tank prior to discharge. The process control 
parameters were not triggered at this combined location during the incident. 

l.p. o~der to prevent a recmrence, (he following actions will be. taken' 
• USS personnel ·will equip each process b:1.1ill effiuont witll"autom<:\ted process controls fqr 

shut·down prior to combining at the final tank 
o USS personnel will revise procedures accordingly to reflect new automation and associated 

corrective action guidanc.e. 

If you have questions or concerns regarding this matter, please do not hesitate to contact me at 
219-888-3369 or via electronic mail at LELegler@uss.com. 

Sincerely, 

~~ 
Lauren E. Legler 
Enviromnent.al Compliance 
United States Steel Corporation 
Gary Works1 Midvwst Plant, East Chicago Tin 
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United States Steel Corporation - Gary Works 
One North Broadway, MS 70-A 
GARY, IN 46402 

CER11lf'IED MAlL 

Indiana Department of Environmenta1 Management 
Office of Water Quality- NPDES Permjts Section 
Mail Code 65-42CB 
100 North Senate A venue 
Indianapoiis, 'fN 46204-2251 

Re: lJ nitetl States Steel Corporation - Midwest 
NPDES Permit JN0000337 
Outfall 004 '\VET Violation 

As required by NPDES Permit IN0000337 (effective March 1, 2011) Pat1 ILC.3, U. S. Steel 
MiLlwest Plant (USS) is making written notification to IDEM within 5-days ofbecoming aware 
ofthe circumstance regarding the Whole Effluent Toxicity (WET) violation at Outfall 004 for 
the August 2013 test Verbal notification "vithin 24-hours was made to your oftlces on Prid~y. 
August 16, 2013 regarding this incident. 

The limit for WET at Outfall 004 is 1.5 TIJc (chronic toxicity) for both C. dubia and Fathead 
Minnows (Part l.A.l9). Tlus limil wcc; elT~cli ve upon issuance of the permit, with no 
compliance schedule for this parameter. Per Part I. L.l.f.(l ), toxicity is also demonstrated if the 
Outfall 004 effluent exceeds 1.0 TUa (acute toxicity). 

USS successfully completed the June and July 2013 sampling with the following results 
(sampli11g was on June 2, 4 and 6 and Jt1ly 7~ 9 and 11 ): 

Table 'l: June WET Results· 
-

Acute Toxicity Chronic Toxicity 

Species Outfall TUa LC50 TUa Pass/Fail TUc lC25 NOEC 
TUc TUc Pass!Fail Criteria (100/LCSO} Limit (100/NOEC) (1 00/IC25) 

FM 1.0 100 1.0 PASS >100 100 1.0 1.0 PASS 
004 

TUa PAs·s 
1.5 TUc 

CD 100 1.0 73.4 67 1.5 1.4 PASS 

Table 2: July WET Results 
-- I Acute Toxicity Chronic Toxicity 

Species Outfall TUa LCOO TUa i Pass/Fail I TUc IC25 NOEC TUc TUc 
Pass/Fail Criteria {100/LCSO) ' Limit .J1001Nf>~C) (1.00/IC25) 

FM 1.0 100 1.0 PASS 
' 

>100 100 1.0 1.0 PASS 
CD 

Q04 TUa 100 1.0 PASS 1
1.5TUc 

85.2 67 1.5 1.2 PASS - ._ ... n·- ·-

1 / 2 
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The Angust 2013 clU"ortic results fbr C. dubia were over the 1.5 'l'Uo permit limil, 'With the 
following smnma:ry (sampling was on August 4, 6 and 8): Note: toxicity was not demonstrated 
on an acute basis) 

Table 3: August WET Results 
- -

Acuto Toxicity Chronic To)(iciv./ 

Species Jo~{;:i~ - TUa TUa 
..... 

TUc TUc 
Criteria 

LC5j) 
(100/LC·SQJ 

Pass/Fall TUc Limit IC25 NOEC 
(100/NOEC) {100/IC25} 

Pass/Fa !I 

FM 

CD 
I 004 1.0 100 1.0 PASS >100 100 1 1 PASS 

I TUa 
1---"·· ·-······ 1.5 TUc r ·· 

100 1.0 f PASS so 34 2.9 2.0 FAIL 
.n,·.n·- · .......... ············ ··········-- _,,,_,. ........ ............. • • • 4 .. ---- -·-·-···- · --

The confirmation lt--stlng for toxicity will take place within two weeks of obtaining the initial 
failure reSults as specified in the pemrit. Confumation S~tnpling will tak~ place on August 25, 
27, and 29. ff(oxicity is dctnonstrated on lwo consecutive sampling events at Outfall 004, USS 
will immediately begin the implementation of a TRE {toxicity reduction evaluation) as per pa11 
I.L.2 of the permit. Jf required the. root cause of the toxicity and corrective/preventive :actions 
will he identified during the TRE. 

If you have ru1y questions regarding this submittal, please do not hesitate to contact me at 219-
888-3369, or via electronic mail at LELegler@us~.cum. 

Sincerely, 

Cf!v_Jjo_~ 
Lauren Legler 
Watet Compliance Matmg~r 
Hnvhui'linental Conll'OJ 
United States Steel Corporation 
Gary Works, Midwest Plant, East Chicago Till Operations 

CC: Stan Rigney 
Indiana Department of Environmental Management 
Of11ce of Water Quality· 
NPDES Pem1its Section 
1.00 North Senate Avenue 
IittllanapoJi$, IN 46204~2251 

2/2 
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United States Steel Corporation- Gary Worl<s 
One North Broadway, MS 70-A 
GARY, IN 46402 

CERTIFIED MAIL 

December 17,2013 

ll1diana Department of Environmental Management 
Office of Water Quality- NPDES Pennits Sec.1ion 
Mail Code 65-42CB 
100 No1th Senate Avenue 
Indianapolis, IN 46204-2251 

Re: United States Steel Corporntion- Midwest Plant 
NPDES Permit IN0000337 
Outfall 004 Discolor~tion 

As required by NPDES Permit h"\10000337 (effective March 1, 2011) Part Il.C.3, U. S. Steel Midwest 
Plant (USS) is making writr.en notification to IDEM within 5-days of the observed discoloration at 
Outfall 004 that occurred on December 12, 2013. Verbal notification was made to your offices 
immediately upon the discovery of the incident on December 12'11 at approximately 2:15 PM. 

Root cause investigation determined the treatment plant failed to adequately treat an upset condition 
caused by caustic cleaner that entered the system at a rate greater than normally expected. This resulfe.d. in 
cloudy discoloration at the final discharge to Burns Waterway, Outfall 004. 

Jn order to prevent a recurrence, the following cotTective actions will be implemented: 
• Evaluate caustic cleaner systems and update procedures and/or discharge limiting equipment to 

better mauage discharge rate 
• Evaluate treatment system to optimize treatment of caustic Cleaner 

If you have any questions t·egard!ng this submittal, please do not hesitate to contact me at 219-888-3369, 
or via electronic mail a1 LELcglcr@uss.com. 

Sincerely, 

Lauren Legler 
Water Compliance Manager 
.Environmental Control 
Cuiled States Steel Corporation 
Gill)' Works, Midwest Plant, East Chicago Tin Operations 

CC: Stan Ri~:,rney, Indiana Department ofEnvirmimental Management 
Nit:k Ream, Indiana Department of Environmental Management 

1/1 
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NONCOMPLIANCE 24-HOUR NOTIFICATION REPORT 
Slate Form 52415 (R /10-13) 
Indiana Department of Environmental Management 
Olftce of Water Quality 

INSTRUCTIONS: Complete all sectiOM of this form and email II to Office of Water Quality, Compliance Data Section at wwreoorts@idemJN.gov. 
Thorough completion of th.is report will satisfy the Office of Water Quality (OWQ) telephone and 5-day written noncompliance 
notification reporting requirements of your NPOES permit. To speak with someone In OWQ, caD (317} 232-8670. 

AddillonaUy, any noncompliance which may pose a significant danger to human health or the environment (including a nsh kill) must be 
Immediately reported to the Emergerx:y Response Section spill response lile at: (317) 233-7745 or toll free within Indiana at (888) 233-n45. 

Facility Name 

U.S. Steel Midwest Plant 
Individual Reporting 

Lauren Legler 
Email Address 

LELegler@uss.com 

FACILITY INFORMATION 
County 

Porter 
Telephone Number 

2'19-888-3369 

NONCOMPLIANCE INFORMATION 

NPDES Permit Number 

IN0000337 
Reporting Date (rnonlh, day, year) 

June 17, 2014 

Dale (morTth, day, yes(.) Outfall Parameter Permit Limit (Unit$/Dal/y/Week/y/Ave!Max/Min) Monitored Value 

June 8 -13, 2014 004 Whole EftluentToxlcily 1.5 TUc Monthly Average- Frequency Quarterly 2.31 
Dale (month, doy. yesrJ Outfall Parameter Permit limit (Unils/Dai/y/Wackly/Ave/Max/Min) Monitored Value 

Description of the Noncompliance and its Cause: 

The limit for Whole Effluent Toxicity (WET) at Outfall 004 is 1.5 TUc (chronic toxic unit) for C. dubia (Part IA19). This limit was 
effective upon issuance of the permit, with no compliance schedule for this parameter. Per Part LL 1.f.(1 ). toxidly is also 
demonstrated if the Outfall 004 effluent exceeds 1.0 TUa (acute toxicity). The limitation for chronic WET was exceeded during the 
second quarter 2014 WET testing in June at the Midwest Plant Outfall 004, final dtscharge to Portage-Bums Waterway. NOTE: 
toxicity was also demonstrated on an acute basis. Outfall 004 Is authorized to discharge treated process wastewater including 
treated chrome and Greenbelt llle~chate (internal Outfalls 104 and 204), non-contact cooling water and storm water runoff. 

Description of the Period of Noncompliance, Including Exact Oates and nmo, and if the Noncompliance has not been Corrected, the Anticipated 
Time it is Expected to Continue: 

Samples were collected on June 8, 10, 12 over a 24-hour period and arrived at the ENVIRON Toxicology LaboratoJY on June 10, 
12, and 14. 

Stops Taken or Planned to Reduce, EHmlnate, and Prevent Reoccurrence of the Noncompliance: 

The confirmation testing for toxicity will take place within two weeks of obtaining the Initial failure results as specified in the penmil 
Confirmation sampling will take place on June 22, 24, and 26. If toxicity is demonstrated on two consecutive sampling events at 
Outfall 004, USS will immediately begin the implementation of a TRE (toxicity reduction. evaluation) as per part I.L.2 of the permil If 
required the root cause of the toxicity and correclivelpreventlye actions v/ill be Identified during the TR8. 

CERTIFICAnON AND SIGNATURE 
1 certif'J under penally of law that this document and all attachments were prepared under my direction or supeiVIsion in accordance with a system 
designed to assure that qualified persoMel propet1y gather and evaluate the Information submiHed. Based on my Inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, the informaUon submitted Is, to the best of my 
knowledge and belief, true, accurate, and complete. I am aware that there are significant penaiUes for submitting false information, including the 
possibility of fine and Imprisonment for knowing violations. 

DATE (month, day. yellr): Co /n /,y r 1 
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NONCOMPLIANCE 24-HOUR NOTIFICATION REPORT 
State Form 62415 (R/10-13) 
Indiana Department of Environmental Management 
Office of Water C.uallty 

INSTRUCnONS: Complele all sechons of this form and email it to Office of Water Qualily, Compliance Data Secfon at wwreoorts@idem.IN.cov. 
Thorough completion of this report will satisfy the Office of Water Quality (OliVO) telephone and 5-<lay written noncompliance 
not;flcation reporting requirements of your NPDES permit. To speak Wllh someone in OWQ, call (317) 232-8670. 

Additionally, any noncompliance which may pose a significant danger to human health or the environment (including a fish kill) must be 
immediately reported to the Emergency Response Section sp3t response line at (317) 233--7745 or toil free wi!hin Indiana at (888) 233-7745. 

Facility Name 

U. S. Steel Midwest Plant 
Individual Reporting 

Lauren Legler 
Email Address 

LELegler@uss.com 

Dale (monf/1. day. year) Oulfall 

03-19-2015 304 
Date (month, day. year) Outran 

N/A NIA 

County 

Porter 
Te!ephone Number 

219-888-3369 

NPDES Permit Number 

IN0000337 
Reporting Date (month, day, yeat) 

03-27-2015 

Parameter Permit Limit (Unlls/Dal/y/Weekly/Avtt/Max!Min) Monitored Value 

Oil & Grease Daily Maximum = 765 lb/day 848.3 lb/day 
Parameter Permit Limit (Uni/s/DeilyNVeekty/Ave/Max!Min) Monitored Value 

N/A N/A N/A 
Descripl1on of the Noncompliance and its Cause: 
Loss of oil processing capabilities at the OiiTech facility caused oil and greases to accumulate through the treatment 
system during the week prior to the incident. On Thursday March 19, the malfunction of the west_b_as_in oil skimming 
equipment and subsequent basin isolation contributed to increased throughput in the operating basin and oil loading at 
Outfall1 04. Pursuant to Part 11.6.3, Outfall 304 via Outfall104 (Final Treatment Plant) experienced an upset_condition in 
which high oil inventories throughout the water treatment system caused an oil & grease daily maximum loading 
violation. Results from March 19, 2015 were received from the laboratory on Thursday, March 26, 201 5. 

Description of the Period of Noncompliance, Including Exad Daies and Time, and if the Noncompliance has not been Corrected, the Anticipated Time 
it is Expected to Continue: 
3/19/15 Outfall 104 Oil' & Grease Loading = 843.3 lb/day (North Final Treatment Plant discharge) 
_3/1.9/15 Outfall 204 Oil & Grease lo_~ding =.5.0 lbiday (Chrome Treatment Plant d i scharge[..::::::~.::.~.:::·: .. :.: .... 
- ~/19/15 0~Jtfall304 Oil & Grease ::;.a48-3, !b/day..(comQined~dischacge...of..OutfaLU04..&..20..4.~ . . . .•. ·-
.. • . . • • ·-:-::.:...-:::::.:....·;- . - ·-:.: .. . ,.~ . _;._._-__.::: ::~:.., .. _ .. .,;.:.,.~~...:.:..:....:.-~ --...:u .. '~T·-- ----. -~~'7 • . 
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. --- - This ~v~nt ~v~!s·rso[~te·d fo=~-i~s-~ . .-u1~n:twen:t~~~2.&4-H\o_yt::ll.ite.!Y~Iti5ff&:GJ::m.~.rulm¥.t'ca~!;!.~i~l:i~'icr::Qtt~;:. ,~:, .. -:2 
3 part grab witl1 in tl1e 24 period: Grab A ( 3/19 at 7:33 AM} 7. 7 mg/L, Grab B (3/1 9 at 1 0:15 PM) 20 mg/L, and Grab C 
. (;3/fO at 7:28 AM) 3.3 mg/L. Add lt!onal,ly on M?J...Ch_ 2~ •. the ~e-~t scheduled sample day, anC~Iytic~J res4 tt~ at Outfalls 1 04 

- were within historical ranges-and .Outfall.304 was_ ln. compliance. • .. · ..... · --.:::;::.:::-:~-;:::: _,_ __::::-·=;-::-:: :·:· ·• - -.. 

steps Taken or Planned to Reduce, Eliminate, and erevent Reoccurrence of the Noncompliance: 

1. Util ize the NW API to store, break & process oil to manage the oil inventories 
2. Develop contingency plan for offsite disposal of excess accumulated oils which cannot be processed by onsite 
vendor 

1 certify under penally of law that this document and all attachments were pre~ared under my direction or supervisi?n in. accordance with a sys!em 
designed to assure that qualified personnel properly gather and evaluate the mformaUon submitted. Oased on my mqu1ry of the person or persons 
who manage !he system, or those persons d!rectJy responsible for gathe1 ng the inform311on, the information submitted Is, to the best of my knowledge 
and belief, true, accurate, and complete. I em a..-laro that there c.re slgni cant penalties for submitting faL, e infcrmat on, including the possibility of fine 
and ·mprlsonment for no•Aiing violations 

DATE (rllonth, day, ycar1: 3-27-2015 



VIA CERTIFIED MAIL 

April 5, 2016 

Gary Starks 
Office of Water Quality 

United Stales Steel Corporation 
Gary Worl<s 
One North Broadway 
Gary, IN 46402-3199 

Indiana Department of Environmental Management 
100 North Senate Avenue- Post Office Box 6015 
Indianapolis, IN 46206 

Re: United States Steel Corporation Midwest 
NPDES Permit IN0000337 
5-Day Follow-up to Outfall 004 Discoloration 

Dear Mr. Starks: 

This letter is to serve as a follow up to the phone call conversations that Mark Henry had with 
Dave Greinke of the IDEM Emergency Response Office between Friday, April1, 2016 and April 
5, 2016 regarding a discoloration. to Burns Waterway at United States Steel Corporation 
Midwest, Outfall 004 (NPDES Permit IN0000337- effective April 1, 2016). 

Agency Notifications: 
IDEM - Incident No. 62201 - April1, 2016 
NRC - Incident No. 1144260- April1, 2016 
I OEM - Incident No. 62237 - April 5, 2016 
NRC - Incident No. 1144532- April5, 2016 

Outfall 004 is permitted to discharge process water from internal outfalls 1 04 and 204, and non­
contact cooling water to the Burns Waterway. On April 1, 2016, U. S. Steel observed a white 
discoloration at Outfall 004, notified the agencies, and immediately began investigating. 
Noncontact cooling water from the Double Cold Reduction (OCR) Mill was quickly identified as 
the source, and the line was shut down to prevent further environmental impact. Initial process 
sampling indicated that approximately three (3) gallons of Morg Oil had leaked through the Morg 
Oil Heat Exchanger into the noncontact cooling water. The suspect heat exchanger was 
replaced on Saturday, April 2, and the line was restarted without incident. Dylan Caikowski of 
the U.S. Coast Guard was on site following the startup on April 2 to inspect Outfall 004 & the 
surrounding area. No deficiencies were identified. 

U. S. Steel continued additional visual observation of Outfall 004, and on April 5, 2016, we 
observed white discoloration at Outfall 004, immediately shut down the OCR Mill, and notified 
the agencies. A deeper investigation revealed that a hydraulic oil system for the OCR was 
leaking into the service water upstream of the Morg Oil Heat Exchanger, leading to the 
misidentification of the root cause. The hydraulic oil system utilizes in-line mixing to periodically 
mal<e-up the hydraulic oil reservoir. The controls for the make-up had malfunctioned, causing 
hydraulic oil to back feed into the service water main and pass through the Morg Oil Heat 



Exchanger, eventually discharging through Outfall 004. Process sampling indicated that 
approximately 22 gallons of hydraulic oil was discharged before the OCR Mill could be shut 
down. 

Dave Greinke of IDEM was on site on April 5, 2016 and observed Outfall 004 after the OCR Mill 
had been shut down. No deficiencies were identified. 

U. S. Steel has identified the following corrective actions addressing this incident that will be 
implemented immediately. 

1. Isolate the hydraulic oil makeup system from the service water feed and eliminate 
inline mixing to eliminate the potential for backflow- Completed April 5, 2016 

2. Investigate similar configurations throughout the operating units to prevent similar 
incidents 

If you have questions or concerns regarding this matter, please do not hesitate to contact Mark 
Henry at 219-763-5869 or via efect(onic mail at Mhenry@uss.com 

Sincerely, 

~(. 
Joseph E. Hanning, P.E. 
Director- Environmental Control 
Gary Works, Midwest Plant, East Chicago Tin 

CC: Beth Noel (electronic) 
N. Ream- IDEM Northwest Regional Office 
D. Greinke -IDEM Emergency Response 
D. Caikowski- United States Coast Guard 
M. Henry - U. S. Steel 
E. Williams- U. S. Steel 
R. Casselberry - U. S. Steel 
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